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POOL RADIANT FLOOR SEQUENCE OF OPERATION

OCCUPIED MODE:
RADIANT HEATER SHALL BE CONTROLLED BY A COMBINATION OF
OUTDOOR AIR TEMPERATURE AND FLOOR TEMPERATURE.
CONTROLLER SHALL CYCLE THE ZONE PUMP TO MAINTAIN A FLOOR
TEMPERATURE OF 85°F (ADJ.) WHEN THE OUTDOOR AIR
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UNOCCUPIED MODE:
THE SYSTEM SHALL BE COMMANDED OFF.
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